19 A CE
All PN Installation Details

Double Lead System

18” Wire Lead from
previous fixture

Excess wire for
future adjustments

Transformer 25’ Wire Lead :
4 from next fixture :
ALOC waterproof
connectors
e
#12-2 Homerun Wire
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